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ALTERNATE NOTES

1. THIRD FLOOR TO BE CONSTRUCTED AS SHOWN IN ALL ALTERNATES.

2. EXTERIOR SKIN, STRUCTURE AND ROOF TO BE CONSTRUCTED AS SHOWN IN
ALL ALTERNATES.

5. SPRAY-ON FIREPROOFING AND ALL OTHER LIFE-SAFETY REQUIRED WORK TO
BE PROVIDED WITHIN AREAS OF ALTERNATES.

three inches = one foot

24 BID ALTERNATE E:
@ ) DELETE ALL INTERIOR PATITIONS, DOORS AND FINISHES
| | | | | . WITHIN HATCHED AREA. DELETE ALL RF SHIELDING IN
! ! | | | | | ! WALLS, FLOOR AND CEILING WITHIN HATCHED AREA.
I| PROVIDE ONLY TYPE G4 DEMISING PARTITION AS
L SHOWN
=i :’——_‘ AND MINIMUM SPRINKLERS AND LIGHTS TO MEET CODE.
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> BID ALTERNATE E NOTE:
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|
| Al @ DELETE ALL MECHANICAL WORK IN THIS SHADED AREA.
1| THIS INCLUDES THE FOLLOWING: VARIABLE VOLUME BOXES
%L VAV=413, VAV-414, VAV-416, VAV-423, VAV-424,
[

VAV=425, VAV-426, VAV-427, VAV-428, AND
- - @ EMERGENCY EXHAUST FANS EF-1-4SRF-6 AND

, = EF—1—4SRF—7. SUPPLY DUCT FROM AH—1—4SRF-3,
| ‘ PROVIDE 46X20 END CAP AFTER 28X18 TAKE—OFF. THIS
T\ | SHALL INCLUDE CONTROLS, DIFFUSERS/GRILLES, PIPING,
0 @ RETURN AND SUPPLY DUCTWORK.

: I , —3 | DELETE ALL ELECTRICAL WORK SHOWN ON NEW WORK
| L/ | PLANS AND REPLACE WITH MINIMUM (8) TYPE D’

|

|

i FIXTURES AND (1) LIGHT SWITCH ADJACENT DOORWAY.
E!j | | _____@ PROVIDE (1) DUPLEX RECEPTACLE. ALL BRANCH

one inch = one foot
0

CIRCUITING ENTERING AND LEAVING BID ALTERNATE AREA
SHALL BE TERMINATED AT JUNCTION BOX, ABOVE
ACCESSIBLE CEILING AND BRANCH CIRCUIT LABELED FOR
FUTURE INSTALLATIONS. COORDINATE ALL ELECTRICAL
INSTALLATIONS NOT INCLUDED IN BID ALTERNATE ARE IN
PROPER WORKING ORDER AT COMPLETION OF WORK

L; o \ /1\BID_ALTERNATE E
== \goos /1716 = 10"

three—quarters inch = one foot

PROVIDE STAIR, STAIR ENCLOSURE AND ALL
OTHER WORK WITHIN STAIRWAY.

one—half inch = one foot

L K G ( W ) ( W ) ( ( ) C 13 A BID ALTERNATE F: ]
- Q Q Q ‘n DELETE ALL INTERIOR PATITIONS, DOORS AND FINISHES Q
WITHIN HATCHED AREA. DELETE ALL RF SHIELDING IN
| |

! | | ! ! ! ! ! ] WALLS, FLOOR AND CEILING WITHIN HATCHED AREA. ! BID_ALTERNATE G:
| | | | | | gﬁg\vlvlﬁE ONLY TYPE G4 DEMISING PARTITIONS AS DELETE ALL INTERIOR PATITIONS, DOORS AND FINISHES
| | | | | | | | o | WITHIN HATCHED AREA. DELETE ALL RF SHIELDING IN
| I i e 1|— -7 AND MINIMUM' SPRINKLERS AND LIGHTS TO MEET CODE. e e T e e ! WALLS, FLOOR AND CEILING WITHIN HATCHED AREA.
| ] =y i i i N | ) o PROVIDE ONLY TYPE G4 DEMISING PARTITIONS AS SHOWN
I [— @ | | : AND MINIMUM SPRINKLERS AND LIGHTS TO MEET CODE.
| 2 D\ | Y .\ | & | |
= | \C\ | ‘ | | ) BID ALTERNATE F NOTE:
- oM 62—
2 - | | | | | | | ) DELETE ALL MECHANICAL WORK IN THIS SHADED AREA. |
H N == = e = o ——_fr ] i —-—-—(3) | THIS INCLUDES THE FOLLOWING: VARIABLE VOLUME BOXES | | AT % g jam = R BID ALTERNATE G NOTE:
_ _ _ _ _ E % g /;/ ua ,g g .5/,), =
I ’ _ _ . '’ I | ! .
& UNIT AH—1-4SRF—3 SUPPLY AND RETURN DUCT. AFTER PROVIDE DOUALE— // / %/f////////%%%% %2}1%/ ; == EF—1-4SRF—6 AND EF—1-4SRF—7, AR HANDLING UNITS
L . VAV-412 END CAP 14X8 SUPPLY. AFTER TAKE—OFF liivivs = N ~ | & N\ AH—1-4SRF=2 AND AH-1—4SRF—3. THIS SHALL INCLUDE
E é i S FROM TOILET 414, INSTALL 10” DIAMETER DUCT END S /////{///%%{/// = /////////// //7/// // f'f;,/A ,//%{,,2,,,, S CONTROLS, DIFFUSERS/GRILLES, PIPING, EXHAUST,
CAP. EXHAUST DUCT FROM EF—-1-4SRF—5 END CAP SNy P LT /// - /%//%’v RETURN AND SUPPLY DUCTWORK.
1H§\>é1 24O/>rFFETFIiIISLA§LAELSE méTEEEER C%'ER_OOLEF PO SPASE ” % [ // 1 //////” %%": DELETE ALL ELECTRICAL WORK SHOWN ON NEW WORK
— . , | : 3’;7 ) //’”""""""""""""””””" N
DIFFUSERS/GRILLES, PIPING, RETURN AND SUPPLY , PLANS AND REPLACE WITH MINIMUM (20) TYPE ’D
_____ DUCTWORK. ) FIXTURES AND (1) LIGHT SWITCH ADJACENT DOORWAY.
L PROVIDE (1) DUPLEX RECEPTACLE. DELETE ALL
5~ == B&ETSEA/I\\J% REEFEE%E'CVG#HWETN*TMEJTAOV(V%O’#YSEEV‘{DYVORK A — - ELECTRICAL IN SPACE, LEAVING (1) ELECTRICAL PANEL,
S ‘ SURFACE MOUNTED AT STARWELL WALL. DELETE ALL
v FIXTURES AND (1) LIGHT SWITCH ADJACENT DOORWAY AT ELECTRICAL ASSOCIATED WITH ROOF MECHANICAL
; PROVIDE SHAFT ENCLOSURE AND ALL | EACH SEPARATE LOCATION. PROVIDE (1) DUPLEX PROVIDE SHAFT ENCLOSURE AND ALL | EQUIPMENT BEING REMOVED IN BID ALTERNATE.
b RISERS OR OTHER WORK WITHIN RECEPTACLE IN EACH SEPARATE LOCATION. ALL BRANCH RISERS OR OTHER WORK WITHIN COORDINATE ALL ELECTRICAL INSTALLATIONS NOT
S ENCLOSURE CIRCUITING ENTERING AND LEAVING BID ALTERNATE AREA ENCLOSURE INCLUDED IN BID ALTERNATE ARE IN PROPER WORKING
- (2 \BID_ALTERNATE F SHALL BE TERMINATED AT JUNCTION BOX, ABOVE N/ (3\BID_ALTERNATE G ORDER AT COMPLETION OF WORK.
B G005 /1/16" = 1'-0" G005 /1/16" = 1'-0"
£ \goos/ ACCESSIBLE CEILING AND BRANCH CIRCUIT LABELED FOR \goos/
S FUTURE INSTALLATIONS. DELETE ALL ELECTRICAL
v ASSOCIATED WITH ROOF MECHANICAL EQUIPMENT BEING
= REMOVED IN BID ALTERNATE. COORDINATE ALL
ELECTRICAL INSTALLATIONS NOT INCLUDED IN BID
ALTERNATE ARE IN PROPER WORKING ORDER AT
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